WILSWA Winter Operation Description





Purpose of this web site:  Provide up to date information on the status and results of the operational planning studies for the WILSWA load area.  The information will contain the system model, study plan, ongoing study results, proposed operating instructions, and latest news.





Total Transfer Capability (TTC) into the Willamette Valley and Southwest Washington load area is limited by the West of Cascades South path.  The path is defined by the following lines:





Ostrander - Big Eddy 500 kV	      	


Marion - Ashe 500 kV        	       	


Marion - Buckley 500 kV   	        	


Ostrander - Hanford 500 kV 	       	


Marion - John Day 500 kV   	       	


Ross - McNary 345 kV        	       	


McLoughlin - Big Eddy 230kV 	       	


Chemawa - Big Eddy 230 kV   	       	


Bonneville - Alfalfa 230 kV 	        	


Santiam - Tumble Cr 230 kV 	        	


Troutdale-Parkdale 230 kV    	





The path TTC is about 7000 MW with all facilities in service.  The specific TTC can vary from 6600 MW to 7500 MW depending on the load and generation patterns.  The winter studies will re-evaluate the limits, determine measurable indicators of system security, identify the conditions that cause the limits to be reached, and identify the operating alternatives to maintain operation within the limits.








For additional information, contact James Randall, BPA, at 360-418-2464
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